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MUAYENE VE DENEY RAPORU
TEST REPORT
Deneyi Talep Eden/Firma ¢+ Elektroteknik Sektorit Mudirligii
(Adi,Adresi,§ehir vb.) (AKI§ KABLO SANAYI VE TICARET LTDSTi: BUYUK KAYACIK MAH4
Requesting/Customer OSB.407 SOK NO.3 Sel¢uklu-KONYA)
(Name,Adress,City etc.)
Belg. Uzmam: NADIR SARI
inceleme No 2304282
Deney Talep Tarihi/No :14.09.2021/ 615773
Order Date / No
Numunenin Tammu : 816242,KABLO, FLEXCAB , B SINIFL, INCE YALITIMLI 1.5 mm?, F5, -, 50,00 metie
(No,Cins, Marka, Tip, Tiir, Model vb.)
Sample Descriptionio rypeModel erc.)
Numune Kabul Tarihi ¢ 14.09.2021
Test Item Receipt Date
Deneylerin Yapildig Tarih ¢ 01.12.2021 - 08.04.2022
Date of Test
Uygulanan Standard / Metod : TS ISO 6722-1: 2015-02 Karayolu tasitlars - 60 v ve 600v tek damarli kablolar - Bolim 1:
Applied Standard/Method Balr iletken kablolar i¢in boyutlar, deney metotlart ve kurallar
Raporun Sayfa Sayisi : 4
Number of pages of the report
Agiklamalar : TEST PROSEDURU:TSE ILK INCELEME FS5 Yapilan muayene ve deneylerden OLUMLU
Remarks sonug alinmistir

Deney laboratuvarlari olarak faaliyet gisteren TSE Deney ve Kalibrasyon Merkezi Baskanhigi Deney Laboratuvarlann TURKAK'tan
AB-0001-T ile TS EN ISO/IEC 17025:2012 standardna gére akredite edilmistir.

TSE Headship of Test and Calibration Center Testing Laboratories accredited by TURKAK under registration wumber AB-0001-T Jor TS EN
ISO/IEC 17025:2012 as test laboratory.

TURKAK deney raporlarmin  tanmirh@  konusunda Avrupa Akreditasyon Birligi (EA) ile Cok Tarafli Anlasma ve Uluslararas:
Laboratuvar Akreditasyon Birligi(ILAC) ile karsihkh tanima anlasmasi imzalamistir.

TURKAK is a signatory to the European co-operation for Accreditation (EA) Multilateral Agreement (MLA) and to the International Laboratory
Accreditation Cooperation (ILAC) Mutual Recognition Arrangement (MRA) for the recognition of test reports.

Bu raporda Uygunluk Beyan: verilen deney sonuglar igin TSE internet sitesinde yayinlanan LAB-D-PR-18 Karar Kurali Prosedirinde bhelirtilen

kurallar uygulanmisgtir

Rules described in “[AB-D-PR-18 Decision Rule Procedure”, which is published on TSE Web site have been applied to the (est results for which Conformity
Declaration is given in this test report

Deney ve/veya olgum sonuglari, genisletilmis olgam belirsizlikleri (olmasi halinde) ve deney metodlari bu raporun tamamlayict kismi olan takip

eden saytalarda verilmistir
The test and/or measurement results, the uncertainties (if applicable) with confidence probability and test methods are given on the following

pages which are part of this report.
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CGDM/M’L Testing Expert Division Head Laboratory Manager
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